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1. Item Name: PUBLIC ADDRESS SYSTEM; USCG TEST

2. Scope of Work:
2.1  Location of Work:
Throughout the vessel.
2.2  Identification: Public Address System
2.3  Intent: Inspect and test the Public Address System in accordance with United States Coast Guard (USCG) Regulations.

3. Work Description:
3.1  Activate the Public Address System from the Wheelhouse.

3.1.1  Verify that all Public Address system components, throughout the vessel, are functioning.

3.2  Open the circuit breaker for the AC power source to the Public Address System. Activate the Public Address System using the contact maker in the Wheelhouse. Verify that the Public Address System is activated.

3.3  If the Public Address System is supplied by duplicate batteries, position the battery changeover switch to connect the second (alternate) battery to the Public Address System. Activate the Public Address System using the contact maker in the Wheelhouse. Verify that the Public Address System is activated.

3.4  Test the specific gravity of the electrolyte in each cell of the Public Address System battery or batteries. Measure the temperature of the electrolyte in each cell.

3.5  Submit a written report to the COTR, describing the functioning of each Public Address System contact maker, and the electrolyte specific gravity and temperature measurement values.

CHECK POINT - (Tests of Public Address System)

3.6  Carry out the tests in paragraphs 3.1, 3.2, 3.3 and 3.4 in the presence of the COTR and the USCG Inspector.

4. Performance Criteria/Deliverables:
4.1  Check Point: Tests of Public Address System, paragraph 3.6.

5. References: None
6. Notes: None
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