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1. Item Name: PORTABLE FIRE EXTINGUISHERS; SERVICE AND TEST FOR USCG

2. Scope of Work:
2.1  Location of Work:
Throughout the ship.

2.2  Identification: As noted in Paragraph (3) of this item.

2.3  Intent: Service and test portable fire extinguishers; and to certify same in order to comply with USCG Regulations.

3. Work Description:
3.1  Remove a total of (
) dry chemical type portable fire extinguishers as shown on the following list from position and deliver to a USCG-approved subcontractor. Extinguishers are to be fully discharged, cleaned and inspected, then recharged and certified as to date serviced and amount of charge. Return to vessel and re-stow each extinguisher in the bracket mounting from which it was originally removed, making sure that any certification tags issued upon servicing remain attached to each extinguisher.

[Spec preparer to insert list and nameplate data on dry chemical fire extinguishers to be serviced.]
3.1.1  Check markings on each extinguisher and at its mounting bracket. Make sure these agree with each other and also with the Fire Control Plan. Make a list of any discrepancies and deliver this list to COTR.

3.1.2  Deliver original and two (2) copies of subcontractor's servicing report to COTR.

3.2  Remove a total of (
) portable CO2 fire extinguishers as shown on the following list from position and deliver to a USCG-approved subcontractor. Extinguishers are to be fully discharged, inspected and hydrotested; then recharged, weighed and certified as to date serviced, hydrotest pressure, and amount of charge. Return to vessel and re-stow each extinguisher in the bracket mounting from which it was originally removed, making sure that any certification tags issued upon servicing remain attached to each extinguisher, and that hose and its discharge horn are in place and properly secured.

[Spec preparer to insert list and nameplate data on portable CO2 fire extinguishers to be serviced.]
3.2.1  Check markings on each extinguisher and at its mounting bracket. Make sure these agree with each other and also with the Fire Control Plan. Make a list of any discrepancies and deliver this list to COTR.

3.2.2  Deliver original and two (2) copies of subcontractor's servicing report to COTR.

4. Performance Criteria/Deliverables:
4.1  Submittal of discrepancies lists, paragraphs 3.1.1 and 3.2.1

4.2  Submittal of subcontractor's service reports, paragraphs 3.1.2 and 3.2.2

5. References:
5.1  Fire Control Plan  [Spec preparer to insert applicable Dwg No.]

6. Notes: None
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